APPLICATION OF FIREFLY ALGORITHM FOR TUNING OF PID CONTROLLER USING IN AN INDUSTRIAL FURNACE TEMPERATURE CONTROL SYSTEM


Amin Aeenmehr  
Department of Engineering,  
Shohadaye Hoveize University of technology, Dashtie Azadegan, Iran  
aaeinmehr@gmail.com

Mahmoud Moghadasian  
Department of Engineering,  
Shohadaye Hoveize University of Technology, Dashtie Azadegan, Iran  
drmoghadasian@gmail.com

Hamed Mohammadian  
Department of Electrical Engineering, Production Technology Research Institute, branch of ACECR, Ahvaz, Iran  
hm0918@gmail.com

Resumen: En este trabajo, la temperatura de un tanque de lotes pertenece a un horno de hornada industrial que se controla mediante el uso de un controlador PID que ha sido ajustado por algoritmo de luciérnaga. Los controladores PID son los controladores más populares que utilizan ampliamente en la gran mayoría de las industrias, especialmente en los procesos térmicos. Existen diferentes técnicas para ajustar el parámetro del controlador PID. Algunos de ellos son métodos convencionales tales como Ziegler-Nichols que es una técnica heurística para la afinación de parámetros PID. Sin embargo, en este trabajo se estudia la idea de utilizar algoritmos de luciérnagas para ajustar los parámetros de PID que controlan una temperatura industrial del horno discontinuo. Generalmente, en el horno discontinuo, la entrada de referencia tiene cambios de paso y la salida del control de bucle cerrado del horno discontinuo debe poder seguir la tendencia de entrada. El sistema de control propuesto se simula en MATLAB y los resultados muestran que el algoritmo de luciérnaga podría calcular la afinación de los parámetros del controlador PID correctamente.

Palabras claves: firefly, PID, temperatura, control, horno, MATLAB

Abstract: In this paper, the temperature of a batch tank belongs to an industrial batch furnace is controlled by using a PID controller which has been tuned by firefly algorithm. PID controllers are most popular controllers using widely in vast majority of industries, especially in thermal processes. There are different techniques to tune PID controller parameter. Some of them are conventional methods such as Ziegler-Nichols which is a heuristic technique for PID parameters tuning. But, in this paper the idea of using firefly algorithms for tuning the PID parameters controlling an industrial batch furnace temperature is investigated. Generally, in the batch furnace, the reference input has step changes and the output of close loop control of the batch furnace should be able to follow the input trend. The proposed control system is simulated in MATLAB and the results depict that firefly algorithm could figure out tuning of the PID controller parameters properly.

Keywords: firefly, PID, temperature, control, furnace, MATLAB

1. INTRODUCTION

The batch type furnace is a special type of chamber furnace which is used in many industrial application. The batch furnace provides the best trade-off between equipment cost, flexibility and production rate. By definition a batch furnace handles on work load at a time and can use different sources to get required energy for generating heat such as electricity, fossil fuels, and natural gas to suit your application and preferred source of energy (Mcelellan, Errol 1984). In this paper, the studied batch furnace is used in glass factory which melts batch loaded in the furnace tank over roughly 36 hours. Typically, PID controller is used in glass melting process because it is easy to use and simple to understand (Johnson, Moradi 2017). In addition, there has been proved practically that PID controller performance is good in most industrial mechanisms such as thermal plants. From this point of view, using PID controllers is applicable and more interesting than other advanced control methods unless PID controllers show weak performance or defeat in control action (Freire, Oliveria 2017). On the other hand, sometimes set the parameters of PID controllers seems to be easy and takes a lot of time. Also, as the operation and environmental conditions tend to change over time, re-tuning of PID controllers is emerged necessarily after a certain time. Since the reference input of the batch melting furnace has step changes during melting time period, the output of the closed loop control has overshoots and undershoots solidly. In this paper, the tuning of the PID controller parameters is done by firefly algorithm.

Optimization methods get involved in many scientific areas because in many cases, figuring out a solution with minimum cost, time, or a quality is desired. So many methods has been developed for optimization but some of them has been inspired from nature and called metaheuristic such as genetic algorithm, particle swarm optimization (Freire, Oliveria 2017).

The firefly algorithm was developed by Xin-She Yang at Cambridge University in 2008 and inspired by flashing behavior of lighting bugs (Rhodes 2001). The firefly’s flash attracts other fireflies. The algorithm is established on three basic rules (Rhodes 2001):

1. All fireflies are unisexual, so one firefly will be attracted by other fireflies.
2. There’s a direct relation between attractiveness and lighting intensity. For any two fireflies, the less bright one will be attracted by the brighter one and thus move toward it, and the brightness decreases as the distance between the fireflies increase.
3. A given firefly move randomly if there is no brighter one than the given firefly.

Firefly algorithm has been using in control system mostly to determine PID controller parameters. In this method every lighting bug represents a solution to the problem. Each firefly has a position and light intensity individually. In d dimensional vector space, the current position of i-th firefly is given by $X_i = (X_{i1}, X_{i2}, X_{i3}...X_{i_n} ... X_{id})$. The fireflies are located randomly in the d dimensional space as the initial condition. Position updating equation for the firefly I which is attracted by a brighter firefly j is given by

$$x_i(t+1) = x_i(t) + \beta_0 \exp \left(-\gamma \frac{r_i^2}{(r_i^2 + \alpha)} \right)(x_j-x_i) + \alpha \text{rand}(0,0.5)$$

(1)

And the position updating equation for the brightest firefly is given by

$$x_{best}(t+1) = x_{best}(t) + \alpha \text{rand}(0.5)$$

(2)

Where the first term $x_i(t)$ and $x_{best}$, of equations (1) and (2) are the current positions of less bright firefly
and the brightest firefly respectively. The second term in equation (1) is used for considering a firefly’s attractiveness to light intensity. $\beta_0$ is the initial attractiveness at $r = 0$, $\gamma$ is the absorption parameter in the range $[0, 1]$ and $r_i$ is the distance between any two fireflies $i$ and $j$, at position $x_i$ and $x_j$, respectively, and can be defined as a Cartesian and Euclidean distance as follow:

$$r_{ij} = \left( \sum (x_{i,n} - x_{j,n})^2 \right)^{0.5}$$

where $x_i$ and $x_j$ are the position vectors for firefly $i$ and $j$, respectively with $x_i(n)$ representing the position value for the nth dimension and the third term in equations (1), (2) are used for reducing the randomness i.e. the motion of the fireflies gradually reduced via $\alpha = \alpha_0^\delta$ where $\alpha_0$ is in the range $[0, 1]$. $\delta$ is the randomness reduction parameter where ($0 < \delta < 1$) and $t$ is the iteration number. The flowchart of firefly algorithm is shown in Figure 1. Every new position must be evaluated by fitness function which is assumed as Integral Square Error (ISE).

3. CLOSED LOOP CONTROL SYSTEM

In this section, a brief description about the batch furnace controlled under PID controller is presented. The glass furnace has many functions that have to work to achieve the melted glass. The glass furnace consists of a couple of elements: pipe train, actuated natural gas valve, actuated air valve, burner, tank, and controller. In this process, the thermal energy obtained by burning of the mixture of air and fuel in the burner is flown into the furnace and makes glass melted. Having a control on fuel flow and air flow which are introduced to the burner, the temperature control of the furnace will be obtained (Rhodes 2001). Figure 3 shows the block diagram of batch furnace control system which is investigated in this paper. In the other words, the temperature control of the furnace is obtained by applying control on air and fuel control valves and adjust the mixture of fuel and air introduced to the burner.

In the following section the results of the simulation are presented.

4. SIMULATION

The proposed method of firefly algorithm is applied to the batch furnace with 20 firefly, 20 step, $\alpha = 0.1$, $\beta_0 = 2$, and $\gamma = 0.01$. The simulation results are shown in Figure 3. In Figure 3, the diagram of reference input is shown. As it can be seen from $T = 0$ to $T = 400$ min, batch is preheated at 1850°F. Then temperature of the batch furnace rises to 2550 to get batch melted until $T = 1400$ min and decreases to 2150°F to cool the melted batch from $T = 1400$ min to $T = 1800$ min. In Figure 3.b the temperature of the

According to [9], the transfer function is shown in equation (4) can be used as a model for glass furnace.

$$G_f(s) = \frac{9.2*10^{-3}s + 8.2*10^{-5}}{(3.4*10^{-14}s^4 + 3.9*10^{-10}s^3 + 1.6*10^6s^2 + 2.3*10^3s + 2.7*10^4)}$$

The controller used in the plant is a PID controller. In this kind of controller tuning of the PID parameters including integral, derivative and proportional coefficients is very important to achieve best control action. Although conventional methods such as Ziegler-Nichols method proved their efficient performance in PID parameters tuning, the inspired-nature methods have been introduced to the industrial control systems. In this paper, the ISE criterion is used as the cost function. Then, the firefly algorithm is employed to set the PID parameters to obtain minimum cost function of controller tuning of the PID parameters. The error signal which is the difference between the reference input and the actual temperature of the furnace is steady and fixed. Figure 3.g shows the cost function. According to the
diagram, after iteration number 3 there is no considerable change for the trend which depicts a meaningful correlation between proportional coefficient and cost function.

5. CONCLUSION

The using of firefly algorithm to set the PID controller used in batch furnace temperature control is proposed in this paper. As discussed, applying modern mathematical method in industrial control has been studied in different references and by consequence firefly algorithm will be a strong option to use in different cases. In this paper using firefly algorithm has been proposed and applied to the batch furnace system. The simulation results depict that the proposed method has a good performance in controlling the batch furnace temperature.

REFERENCES


